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Member Electrical: Breaker is included with the panel.
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Cooperative Meter & designated point of service
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Cooperative installs pole, loop with wire and conduit to meter pedestal.
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COOP METER LOOP FEED FOR UNDERGROUND SERVICE
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Member owned 200 amp Breaker (info. found inside of breaker box)
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Meter Pedestal
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FOR THE MEMBER'S SAFETY, WIRING INSTALLATIONS SHALL CONFORM TO THE REQUIREMENTS OF THE NEC AND NESC.
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24" MIN.
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Per NEC 250: Ground rods shall be driven to a min. depth of 8' below the surface.
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Member is responsible for trenching, conduit, and wire to the meter if run exceeds 30'.
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SINGLE PHASE, 200A UNDERGROUND SERVICE CLASS 200A METER AND PEDESTAL.
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